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Chapter 10:	STATIONARY COMBUSTION ENGINES AND GAS TURBINES


SUMMARY: This rule applies to stationary combustion engines and gas turbines. This standard also applies to portable engines that remain connected for use in the same location for a period of one week or more.



1.	This agency incorporates by reference the National Fire Protection Association Standard #37, Stationary Combustion Engines and Gas Turbines, 2021 edition. All rights reserved by the National Fire Protection Association. Copies of NFPA Standards are available through the National Fire Protection Association, 1 Batterymarch Park, Quincy, MA 02269.
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